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REFTE FRIGE OF

WATER AND WATERSHEDS

May 29, 2018

Mr. Travis Wells

General Manager, Public Utilities Branch
Confederated Tribes of Warm Springs
PO Box C

Warm Springs, Oregon 97761

RE: Approval and Closure of All Significant Deficiencies at the Confederated Tribes of Warm
Springs Simnasho-Schoolie Community Water System, PWS D #104101102

Diear Mr. Wells:

Thank you for submitting documentation of the corrections made to address the significant
deficiencies identified in the Environmental Protection Agency's (EPA’s) Notice of Deficiency
letter you received on January 18, 2018, The purpose of this letter is to inform you that EPA
concurs that the corvections have been made; we have updated our database accordingly.

Enclosed is confirmation of each significant deficiency correction via EPA's Corrective Action
Plan {CAP) iemplate you submitted. If you have any questions regarding this letter or the
attached document, please do not hesitale 1o contact me at (206) 353-1414 or
tucker.michelle@epa.gov.

Sincerely,

Michelle Tucker
Groundwater Rule Manager

Enclosure

oo Mr, Russel Graham,
Tribal Sanitarian, Confederated Tribes of Warm Springs

Mr, Juson Tohet,
Utility Operator, Simnasho-5Schoolie

Mr. Laddie Folster,
Tribal Utility Consultant, Indian Health Services
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Unlted $iaten
Envirunrasnial Pratecion

Corrective Action Plan
EPA Region 10
Trital Public Water System Supervision Program

Al public water sysiewis are requived 10 snderge senitary surveys. Public water systems using groundwater water must consult about requiad correstive actions
within 30 days of being notified of a significam deficlency end must complete earmetive actions ar be in compliange with an approved Comevtive Actinn Plan
within 120 days of recelving nitice of significant deficiencies (40 TFR 141,403 (a3}

A proposed cosrective action plan must provide & written description of by wnd on whal schedulafwhen the lollowing significam deficiencies will bofwere
adddirossed, Please S8 in the wbie below and submit tis proposed corrective action plas within 120 days 10 Michelle Tucker ot tuckermichelle @epagov. Please
stbimit photos, receipts, or otder lems documenting correstions that have already been made frefurence documentasion with writion siatement i sohamn B

PYWsih

104101102

System Nawmer

Simnasho-Schoolie WS

Primuory Soures

Groundwater

Saniary Survey Date:

10/26f2017

Surveyer:

Laddie Folster

Notice Dote:l1/18/2018

Peficiency

Schodule to Address Deficlency

MilestonefCorrective Actlion Description

Scheduled Date

SAecomplistrnents
{date completed)

Dstribution - #232 Cross
conmaction controls are not
provided at the pumphouse 5o
that the liguld chemieal solutions
cantot be siphoned through the
sofution feedars into the water
supply; the current double check
valer assembly must be replaced
with 3 reduced pressure tone
assembly since the chemical room
is considerad 3 High Harard Area.

Watts 009 series,NPT purchased and
to be installed wavch of 2018

Photos & report submitted

U5/25718

THgtribution - §117 Snnual testing
for installed hackflow prevention
devices is required; Including the
reduced pressuse zone assembly
1o be installed in the pumphouse,

RP will be Tested upon lnstall

Phatas & repon submitted

05425418

Finshad Sorage - $137 Access
manhole openings for the storage
structureftank 81 {sland Tank} are
not 4 Inches or grester above the
reservolr roof surface, witha fid 2
inches overlapeing water tight and
foeked: the current gasket must be
repaired or replaced and the tank
hatch must have 3 padiock or
other means of being locked,

Padalock installed November of 2017
Additional gasket materail istalled
december 2017
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Schedule to Addvess Daliclency Secompiishments

Deficiency sallastone/Corrantive Actlon Description Srhedulad Daoe | {date comgpletad)
Finshed Storage « #137 it is Pletures taken to documentheight if '
unknown If access manhols ﬁ h & h
openings for the storags LO8RE DaLe N‘%Q

struniure/tank §2 {Smnasho WST)
are 4 inches or greater above the
reservol roof surfaces, with o fid 2
inches ovarlisoping water tght and
lockad a3 the surveyor was unable
1o seenss the top of the storags
structuraftank,

EPS tote: Photo documentation subrmitted for 31 unbngwn items, E\e"ﬂ ifi

Finshed Storage - #1837 itls
unkniwn if secess manhole
opanings for the storage
struciurg/tank #3 {Schoolie Flatsyd
arg 4 inches or greater above the
reservol roof surface, with a fid 2
inches ovarisnping water tight and
lockad 83 the surveyor was unabie
by wrewss the top of the storage
structuraftank,

EPS Note: Photo documentation subritted for all undnown tems, L30T

Please Hst any additions! aachments included with this plan:

Phovos attached for alf thrae storage tanks (hatoh, helght, gaskets, fucks, st}

Phatos attached of reosh installed ot various piped vent losations.

Bhotos & backflow test report subimitted for itoms 232 & 9137,

{ wndersind that failing 1o meet an BFA approved Deficiency Corrective Action Plan may constituie  viclation of the Safe Divinking

Water Aot

Travis Walls

B Bon
Warm Springs, DR 97781

Mame {print}

541 5533248

addrass

travls wells@wstrdbes pre

Phiong

Subrnitted slectroncially

arvia

5284308

Signature

Date

R Use Only

Mirhells Tucker

approved by {pring)

Bi2B/ 2018
cinsed date

tehelle “furben /393018

Ground Water Rule Manager Signature Date
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